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Adaptive Thermal Comfort of an 




The aim of this study was to determine how much thermal comfort can be obtained 
through heat/energy transfers between the office/external air and the transparent/
opaque surfaces of an office by combining different transparent and opaque wall 
surface ratios with different window opening percentages using dynamic thermal 
simulations. It found that the optimum window-to-wall ratio (WWR) for energy con-
servation is 40%, with a 20% window opening ratio. The 80% and 90% thermal com-
fort ranges of the adaptive thermal comfort methodology are found in May, October, 
September, and the yearly average, while June and August are only in the range of 80% 
acceptability. The office constantly loses heat through air flow with any glass size on 
its external facade and any window opening ratio. Moreover, all sizes of opaque and 
transparent internal surfaces transferred heat from outside by conduction, while the 
opaque wall similarly always transferred energy to heat up the office air internally and 
outside air externally through convection. The external glass also heats the office air by 
convection, except in the months of January, November, and December.
Keywords: passive heating and cooling, transparency ratio of the skin,  
adaptive thermal comfort, conduction, convection
1. Introduction
Natural ventilation has great potential for cooling buildings with a passive strat-
egy because it improves user comfort and indoor air quality, while simultaneously 
reducing electricity usage demand [1–5]. Thermal comfort has a great impact on the 
well-being and performance of users, as well as the energy requirements of buildings 
[6]. Moreover, in developed countries, people spend 90% of their time indoors, which 
requires securing their well-being and a healthy environment [7].
Reducing active cooling requires passive solutions; therefore, utilizing glass on 
external walls has a great impact on thermal situations through its influence on 
energy demand for the cooling and heating of buildings [8].
An adaptive approach to thermal comfort relies on outdoor air temperature and 
the individuals’ thermal environment [9]. Adaptive comfort limits are similar for hot-
humid and hot-dry climates with a 0.6 coefficient value. Additionally, air movement 
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is important for a hot-humid climate, while indoor relative humidity (RH) is impor-
tant for a hot-dry climate [10]. In hot-humid climate environments, relative humidity 
is not significant when it is below 70%, but is really significant when higher than 70% 
with increasing air temperature [11].
Sustainable approaches for energy efficient buildings are very important to 
architects and engineers for the provision of comfortable and health-conscious build-
ings [12]. In addition to these, adaptive thermal comfort can be used to design energy 
efficient (low-energy) naturally ventilated buildings around the world [13].
The aim of this study was to determine the minimum, maximum, and yearly aver-
ages of naturally ventilated office performance, as well as the impact of the wall-to-
window ratio on thermal comfort due to solar gain, heat loss, resultant temperature, 
relative humidity, and external air temperature. Moreover, the analysis focuses on 
the office’s performance in relation to the winter and summer season (based on each 
month), heat transfer (conduction), and energy transfer (convection) for opaque and 
glass walls (internally and externally). In identifying the naturally ventilated office 
performance (minimum, maximum, and yearly) and the seasonal performance of the 
office (based on conduction-convection), this article hopes to fill in existing gaps in 
the literature for hot-humid climatic conditions.
2. Literature review
Heat transfer through the opaque walls of buildings is important for energy saving 
and thermal comfort issues. Cities in Turkey such as Ankara, Erzurum, Istanbul, 
and Izmir with different climates were analyzed using the TS825 standard (Turkish 
standard on thermal insulation requirements for buildings) [14]. It was found that 
15-cm- and 25-cm-thick sandwich panels created a decrease of 65% and 80% heat loss 
and gain respectively during the worst winter and summer conditions. The optimal 
heat loss and gain ratios under different climatic conditions were determined using 
sandwich wall insulation. Heat transfer for different building orientations was found 
to be longer in the summer period due to solar radiation [15]. Radiative heat transfer 
was higher during daytime than the evening in summer, with no significant changes 
during the spring, autumn, and winter periods [16].
In the subtropical climate of China, out of eight free-running dormitories, 1829 
returned questionnaires with subjective scales indicated that 15.9–28.2°C were 
acceptable temperatures, where 23.2°C was the preferred temperature and 22.1°C 
was the neutral temperature based on students’ thermal perception and preferences. 
Moreover, the students’ air movement sensation was 53% satisfied with the indoor 
air humidity when thermal sensation was neutral [17]. In Tuxtla Gutiérrez-México, 
496 data points were collected from 27 educational buildings in the warm season. In 
air-conditioned mode, 48.1% of users felt comfortable, 44% felt cold, and 7.9% felt 
warmth. However, in naturally ventilated mode, 59.7% felt comfortable, 11% felt cold, 
and 29.3% felt warmth. Most of those who felt cold can have their thermal satisfaction 
improved by adapting rooms to slightly higher temperatures [18]. In the hot-humid 
part of China, naturally ventilated buildings have a thermal neutrality of 25.4°C, 
23.5°C for 90% acceptability, and 27.4°C for the 80% acceptability range. In naturally 
ventilated buildings in China with a hot-humid climate, the Predicted Mean Vote 
(PMV) model can be used with a 0.822 expectancy factor [19].
In two Indian cities, Chennai with a humid climate and Hyderabad with a com-
posite climate, the mean room temperature was 28.8°C for naturally ventilated mode 
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but 26.2°C for air-conditioned mode with 45% and 48% relative humidity ratios, 
respectively [20].
Naturally ventilated buildings in hot-humid climate conditions should have a 
minimum of 0.65 m/s indoor air speed for thermal comfort [10]. In north-east Brazil, 
90% acceptability of thermal comfort for a naturally ventilated building needs from 
24 to 27°C room temperature with 0.4 m/s air movement, while from 27 to 29°C needs 
a minimum of 0.41–0.81 m/s air velocity, and a room temperature from 29 to 31°C 
needs a minimum of >0.81 m/s air velocity [21].
Tianjin is a city in China where 80% adaptive comfort acceptability ranges 
between room temperatures of 21°C and 27.3°C [22].
The national code for India has a narrow thermal comfort range that is between 21 
and 26°C for all naturally ventilated building types and seasons. A questionnaire with 
2610 responses found that the comfort ranges were 30.6°C with 0.30 clo dress and 
0.62 m/s preferred air velocity for the summer season, and 25.2°C with 0.80 clo dress 
and 0.27 m/s preferred air velocity for the winter season [23].
A survey conducted in Spain found that 23.6°C is the observable average operative 
temperature in (free-running and air-conditioned) buildings. Moreover, it is very 
clear that an adaptive comfort model is suitable for hybrid buildings [24]. In India, 
the ideal comfort temperature was determined to be 27.3°C, while the actual preferred 
temperature is 24.5°C. Half of all the fans in offices start working after 31°C, with no 
fan needed up to 22.5°C [25].
3. Methodology
3.1 Adaptive thermal comfort method
Dynamic thermal simulations for this article were generated using the thermal 
analysis software EDSL Tas version 9.4.4 [26], which was simulated for Famagusta with 
hot and humid climatic conditions. The location of Famagusta can be seen in Figure 1.  
ASHRAE 55-2017 [28] standard for adaptive thermal comfort for 80% and 90% can 
Figure 1. 
Location of Famagusta on the map [27].
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be observed in Figure 2. Heat transfer (conduction) and energy transfer (convection) 
opportunities were analyzed for the internal and external surfaces of both opaque and 
transparent surfaces in an office. Moreover, the office environment was that of a regular 
office (3 m by 5 m), including standard construction materials with one inlet and outlet 
function. The three-dimension (3D) and plan of the case study building can be seen in 
Figure 3. Furthermore, the weather file for Famagusta was also used for the simulations, 
as shown in Figure 4. Transparent surfaces on opaque walls and window opening per-
centages ranged from 10 to 100% each. A typical section of the case study building can 
be seen in Figure 5 along with its yearly performances. In this chapter, all of the simula-
tions used 0.5 ach of infiltration and 0 W/m2 (lighting gain, occupancy/equipment gain) 
with 0.01 (CO2)/hr/m
2 pollutant generations.
The opaque and transparent components of the case-study building are detailed 
in Tables 1 and 2. ASHRAE 55-2017 [28] was used to generate the acceptable thermal 
comfort conditions, shown in Table 3 (80% and 90%), of a naturally ventilated office 
environment with minimum, maximum, and average yearly performances for solar 
gain (W), infiltration gain-heat lost (W), resultant temperature (°C), relative humid-
ity (%), and external temperature (°C).
Figure 3. 
The case study building.
Figure 2. 
ASHRAE 55-2017 standard on acceptable limits for the resultant temperature of a naturally ventilated building 
with met: 1.0–1.3 and 0.5–1.0 clo when the prevailing mean outdoor temperature is greater than 10°C and less than 
33.5°C [28].
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Solar gain, heat lost, resultant temperature, relative humidity, and external tempera-
ture are the parameters analyzed in this article as the minimum, maximum, and yearly 
averages for the different window openings and sizes. Seasonal conduction and convec-
tion performances of the studied office are based on monthly analysis, taken in con-
junction with opaque/glass surface performances for internal/external surfaces. Global 
solar radiation (W/m2), diffuse solar radiation (W/m2), cloud cover (0–1), dry bulb 
temperature (°C), relative humidity (%), wind speed (m/s), and wind direction (°) are 
parameters used in the weather file of Famagusta for simulations as seen in Figure 4.
3.2 Inter-model validation of the article
An inter-model validation model for annual heat loss is used in this article because 
its numerical results are compared with previous results in the literature. Badeche and 
Figure 4. 
Examples from the Famagusta weather file of (a) day 172 for 21st June representing the summer period and (b) 




Yearly average heat and energy transfer performance (for all window opening percentages with all window sizes) 
























0.600 0.900 0.3 0.0 11.000 960.0 837.0
200-mm solid 
brick wall
0.350 0.900 0.317 0.0 14.800 1040.0 1050.0
12-mm cement-
based plaster
0.600 0.900 0.3 0.0 11.000 960.0 837.0
Flow 
direction
Internal R value 
(m2·°C/W)
External R value 
(m2·°C/W)
Internal U value 
(W/m2·°C)
External U value  
(W/m2·°C)
Horizontal 0.971 0.881 1.03 1.135
Upward 0.911 0.851 1.098 1.175
Downward 1.051 0.921 0.952 1.086
Table 1. 



































































0.630 0.200 0.150 0.120 0.845 1.0 99,999.000 0.0 0.0
12-mm air 0.000 0.000 0.000 0.000 0.000 0.0 1.000 2.08 0.0
6-mm clear 
glass
0.780 0.070 0.070 0.845 0.845 1.0 99,999.000 0.0 0.0
R value (m2·°C/W): 0.555 U value (W/m2·°C): 1.803
Light Solar energy (EN410) Pilkington shading coefficients













0.760 0.120 0.498 0.193 0.308 0.616 0.573 0.136 0.709
Table 2. 
Glass properties of the case study building.
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Bouchahm [29] identify the optimum window-to-wall ratio (WWR) as 40–50% for 
energy saving in the Mediterranean climate. Goia [30] found that a WWR between 
30–40% is needed for energy saving. Moreover, in this article, the optimum window-to-
wall ratio (WWR) is 40% with a 20% window opening for heat loss, thus confirming 
harmony between the results (10% up or down for different studies), as shown in Table 2.
3.3 Findings and discussions
The resultant temperature (operative temperature-°C) is analyzed using ASHRAE 
55-2017 [28] to determine when the naturally ventilated office is within acceptable ranges. 
The averages for May, September, October, and the yearly average are in the range of 80% 
and 90% acceptability. In addition to these, June and August are only in the 80% accept-
ability range. Therefore, January, February, March, April, November, and December are 
considered cool months by virtue of being below the acceptable ranges; but only July is 
considered hot because it is above the acceptable ranges, as can be seen in Table 3.


















January Cool period (below 
80–90% ranges)




























November Cool period (below 
80–90% ranges)
17.91 19.11 × √
December 13.65 14.86





19.89 21.91 √ ×
Table 3. 
The acceptable, cool, and hot months for the simulated office.
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The yearly average solar gain (for all glass sizes and window opening percentages) 
of the office is 674.30 W, which also occurs when half of the skin is made of glass with 
a fully open window. When the glass size on the external skin is changed from 10 to 
20%, solar gain increased by 113%. When the glass size on the external skin changed 
from 20 to 30%, solar gain experienced a 48% increase. When the glass size on the 
external skin changed from 30 to 40%, solar gain increased by 25%. When the glass 
size on the external skin changed from 40 to 50%, solar gain increased by 21%. When 
the glass size on the external skin changed from 50 to 60%, solar gain increased by 
20%. When the glass size on the external skin changed from 60 to 70%, solar gain 
increased by 12%. When the glass size on the external skin changed from 70 to 80%, 
solar gain increased by 13%. When the glass size on the external skin changed from 
80 to 90%, solar gain experienced an 8% increase. When the glass size on the external 
skin changed from 90 to 100% (full opening), solar gain increased by 8.5%. When the 
glass size on the external skin changed from 10 to 100%, there was a 763.16% increase 
in solar gain. Conversely, window opening percentages never affected solar gain, as 
shown in Table 4.
The yearly average infiltration ventilation gain (heat gained or lost by air flow) 
in the office for all glass sizes and window opening percentages reported a heat loss 
of 311.49 watts. Regardless of the glass size on the external skin or window opening 
percentage, the office is always losing heat during hot and humid climatic conditions. 
When the window opening percentage was set between 10 and 100% (from small-
est to largest), the office lost 100% heat when the glass size on the external skin was 
10%, 43.24% when the glass size on the skin was 20%, 37.80% when the glass size 
on the skin was 30%, 30.58% when the glass size on the skin was 40%, 33.78% when 
the glass size on the skin was 50%, 23.67% when the glass size on the skin was 60%, 
28% when the glass size on the skin was 70%, 27.35% when the glass size on the skin 
was 80%, 38.10% when the glass size on the skin was 90%, and 40.84% when the 
glass size on the skin was 100%. A maximum of 100% heat loss occurred when the 
glass size was only 10% with all ratios of window openings, while the minimum of 
23.67% heat loss occurred when the glass size was 60% of the external skin with all 
window opening ratios. However, when the window was 10% opened with all sizes 
of glass on the external facade (from smallest to largest), the office lost 762% of its 
heat; when the window was 20% opened with all sizes of glass on the facade, the 
office lost 622% heat; when the window was 30% opened with all sizes of glass on the 
facade, the office lost 506% heat; when the window was 40%, 70% and 80% opened 
with all sizes of glass on the facade, the office lost ~485% heat; when the window was 
half open with all sizes of glass on the façade, the office lost 458% of its heat; when 
the window was 60% open with all sizes of glass on the facade, the office lost 473% 
heat; when the window was 90% open with all sizes of glass on the façade, the office 
lost 516% heat; and when the window was fully open with all sizes of glass on the 
facade, the office lost 507% of its heat. The maximum 762% heat loss occurred when 
the window was always 10% opened with all sizes of glass on the external skin and 
the minimum 458% heat loss occurred when the window was always opened halfway 
with all sizes of glass on the external skin, as shown in Table 4.
In the hot and humid climatic conditions of Famagusta, the yearly average exter-
nal environmental temperature of 19.89°C is close to the monthly average of 17.91°C 
in November. The yearly average resultant temperature (for all external glass skin 
sizes and window opening percentages) for the simulated office was 21.91°C, which 
is also very closely achieved when the glass skin is 40% of the opaque skin with a 20% 
window opening ratio, half of the skin is glass with 40% and 50% window opening 
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percentages, and 60% of the skin is glass with 80–100% window opening percent-
ages. When the windows are between 10 and 100% opened (increasing the opening 
ratio), the resultant temperature decreased by 2.58% when the skin is 10% glass, 
3.09% when the skin has a 20, 30, 90, and 100% glass facade, 2.75% when the skin 
has 40% glass, 2.46% when the external skin is half constructed of glass, 3.14% when 
the skin has 60% glass, and 3.24% when the external skin is 70 and 80% glass on the 
facade, as shown in Table 4. However, when the window was 10% and 80% open with 
Parameters Performances Yearly averages (with all window 
sizes and openings)
Solar gain Min. 75.19 W (December-
Min.) + 133.04 W (yearly Avrg.)
10–90% window opening with 




10–20%, 40%, 60–100% window 
opening with fully glazed skin
Heat loss (W) Min. −950.23 W (June-
Min.) + −607.70 W (yearly Avrg.)
Fully opened window with fully 
glazed skin
−311.49 W (−238 W for optimum 
WWR because of optimum heat loss 




10% window opening with 10% 
glass on skin
For yearly-based energy reduction (energy saving) optimum WWR is 40–50% according to Badeche and Bouchahm 
[29]. Moreover, in this article, the optimum WWR is 40% with 20% window opening for heat loss (energy saving).
Resultant temp. (°C) Min. 11.47°C (January-Min.) + 20.73°C 
(yearly Avrg.)
Fully open window with 10% 
glass on skin
21.91°C
Max. 32.61°C (July-Max.) + 22.94°C 
(yearly Avrg.)
10% open window with fully 
glazed skin
RH for office (%) Min. 59.02% (June-Min.) + 64.45% 
(yearly Avrg.)





Fully opened window with fully 
glazed skin







Performance of the office space in terms of solar gain, heat loss-gain, resultant temperature, relative humidity, 
and external temperature.
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all sizes of glass on the external skin (from smallest to largest), the resultant tempera-
ture increased by 7.8%. When the window was 20% open, the resultant temperature 
increased by 7.63% with all sizes of glass on the external skin (from smallest to larg-
est); when the window was 30% open with all sizes of glass on the external skin (from 
smallest to largest), the resultant temperature increased by 7.59%; when the window 
was 40% open with all sizes of glass on the external skin (from smallest to largest), 
the resultant temperature increased by 8.04%; when the window was 50% open with 
all sizes of glass on the external skin (from smallest to largest), the resultant tem-
perature increased by 7.73%; when the window was 60% open with all sizes of glass 
on the external skin (from smallest to largest), the resultant temperature increased 
by 8.08%; when the window was 70% open with all sizes of glass on the external skin 
(from smallest to largest), the resultant temperature increased by 7.94%; when the 
window was 90% open with all sizes of glass on the external skin (starts from smallest 
to largest), the resultant temperature increased by 7.63%; and when the window was 
100% open with all sizes of glass on the external skin (from smallest to largest), the 
resultant temperature increased by 7.28%, as shown in Table 4.
The yearly average relative humidity of the office is 67.56% for all glass sizes on the 
external skin with all window opening ratios. Moreover, the yearly average relative 
humidity (aforesaid) is also observed in the office when the glass skin is 10% of the 
external skin with a 60% to fully open window, when the glass skin is 20% of the 
external skin with a 40–80% open window, when the glass skin is 30% of the skin 
with a half open window, when the glass is 40% of the skin with a 20–40% open win-
dow, when half of the skin is glass with a 40% open window, when glass is 60–80% of 
the external skin with a 30–40% open window, and when the glass is 90%and 100% 
(fully glazed external skin) with a 30% open window. When the window is opened 
at all ratios (10% to fully opened, starting from smallest to largest), relative humid-
ity increased by 5% when the external skin is 10, 50, and 60% glass, 5.74% when the 
external skin is 20% glass, 5.96% when the external skin is 30% glass, 5.39% when 
the external skin is 40% glass, 4.77% when the external skin is 70% glass, 4.52% 
when the external skin is 80% glass, 4.3% when the external skin is 90% glass, and 
4% when the external skin is fully constructed of glass. However, when the external 
skin has 10–100% glass on the facade (from smallest to largest), relative humidity 
increases by 2.31% when the window is 10% open, 2.84% when the window is 20% 
open, 2.5% when the window is 30% open, 2.18% when the window is 40% open, 2% 
when the window is half open, 1.8% when the window is 60% open, 1.65% when the 
window is 70% open, 1.5% when the window is 80% open, 1.69% when the window 
is 90% open, and 1.34% when the window is fully open, as shown in Table 4.
Heat is always being transferred away from the internal surface of the opaque wall 
of the simulated office in all seasons. The minimum heat transfer from the internal 
surface of the opaque wall for all glass sizes on the external skin and all window 
opening percentages is in June, during the summer period, at −48.64 W, while the 
maximum heat transfer is during the winter season in December at −21.26 W. The 
heat of an opaque wall is always being transferred from the outside surface toward 
the inside surface in all seasons. The minimum heat transfer from the outside surface 
of the opaque wall to its inside surface is during the winter season in February at 
16.96 W, while the maximum heat transfer is during the summer season in September 
at 41.31 W. Heat is always being transferred away from the internal surface of the 
glass wall in the simulated office during all seasons. The minimum heat transfer from 
the internal surface of a glass surface occurred during the summer season in June at 
−116.40 W, with the maximum heat transfer during the winter season in November 
Zero-Energy Buildings
12
at −58.17 W. The heat on a glass surface is always being transferred from the outside 
surface toward the inside surface of the glass during all seasons. The minimum heat 
transfer from the outside surface of the glass to the inside surface is during the winter 
season in November at 58.17 W, while the maximum heat transfer from the outside 
to the inside surface of the glass surface is during the summer season in June at 
116.40 W, as shown in Table 5 and Figure 5.
The internal surface of an opaque wall in the simulated office always transfers 
energy to heat the office air during all seasons. The minimum energy transfer from 
the internal surface of the opaque wall into the office air is in June at −79.07 W during 
the summer season, while the maximum energy transfer from the internal surface 
of the opaque wall into the office air is during the winter season in November at 
−29.12 W. The external opaque wall is always transferring energy to the external air 
during all seasons. The minimum energy transfer from the external opaque wall into 
the external air is during the summer season in June at −313.09 W, while the maxi-
mum energy transfer from the external opaque wall into the external air is during the 
winter season in November at −89.89 W. The internal glass surface in the simulated 
office is always transferring energy to heat the office air during all seasons, except in 
January, November, and December because energy transfer in the these three months 
flows from the external air to the internal surface of the glass to heat it. The minimum 
energy transfer from the internal surface of the glass surface is during the summer 
season in July at −5.21 W, while the maximum energy transfer from the internal sur-
face of the glass into the office to heat the office air is in October during the summer 
season at −1.33 W; however, the internal surface of the glass is heated by the office air 
in January at 1.86 W, in November at 0.69 W, and in December at 0.77, all during the 
winter season. The external surface of a glass in the simulated office is always trans-
ferring energy to heat the office during all seasons, except in January, November, and 
All window sizes with all window openings (10–100%)
Heat transfer (conduction) Energy transfer (convection)
Opaque (W) Glass (W) Opaque (W) Glass (W)
Internal External Internal External Internal External Internal External
Winter 
season
January −23.53 27.34 −65 65 −31.19 −94.42 1.86 12.40
February −24.19 16.96 −62.05 62.05 −37.41 −160.27 −1.58 −17.38
March −30.69 29.25 −84.96 84.96 −52.05 −179.32 −1.74 −20.76
April −36.44 29.89 −93.31 93.31 −58.83 −212.97 −2.57 −33.67
Summer 
season
May −37.81 27.64 −94.60 94.60 −63.12 −251.98 −4.33 −50.91
June −48.64 39.69 −116.40 116.40 −79.07 −313.09 −4.95 −62.66
July −42.08 40.32 −107.46 107.46 −74.97 −307.81 −5.21 −62.92
August −36.42 38.71 −91.38 91.38 −58.59 −253.09 −3.51 −48.36
September −35.41 41.31 −91.41 91.45 −54.60 −194.54 −2.10 −28.36
October −29.28 37.62 −77.47 77.47 −44.76 −167.09 −1.33 −15.37
Winter 
season
November −21.40 28.33 −58.17 58.17 −29.12 −89.89 0.69 6.20
December −21.26 28.34 −62.02 62.02 −32.06 −96.16 0.77 8.64
Table 5. 
Monthly heat and energy transfer performance of the simulated office.
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December because in these three months, the energy transfer is from the external air 
to the external surface of the glass in order to heat the external glass surface using the 
external air temperature, as shown in Table 5 and Figure 5.
The yearly average heat and energy transfer performances are individually shown 
including as bold for minimum performances in Figure 5 for the East, West, South, 
and North walls.
4. Conclusion
The yearly average solar gain is 674.30 W when the glass size is from 10 to 100% 
(full) on the external wall with different window opening percentages, although 
solar gain increased by 763.16% when the glass size on the external skin was sud-
denly changed from 10% to full (100%) glass. Moreover, the maximum solar gain 
was observed as 113% when the glass size on the external wall changed from 10 to 
20%, while the minimum solar gain was 8% when the glass size on the external wall 
changed from 80 to 90%.
Office environments with the smallest to largest glass size or the smallest to 
largest window opening percentage always lose heat; moreover, a 311.49 W heat loss 
was observed as the yearly average for the above conditions. In addition to this, the 
window opening percentage never affects the solar gain, as shown in Table 3.
The maximum heat loss of 100% occurred when the glass size is only 10% for 
all window opening ratios, while the minimum 23.67% heat loss occurred when the 
glass size is 60% of the external skin for all window opening ratios. However, the 
maximum heat loss of 762% occurred when the window is always 10% opened for all 
glass sizes on the external skin, and the minimum 458% heat loss occurred when the 
window is always half opened for all glass sizes on the external skin.
The yearly average resultant temperature for the simulated office is 21.91°C for all 
glass sizes on the external skin, with all window opening percentages. Furthermore, 
the yearly average resultant temperature is also achieved when the external skin has 
40% glass with a 20% window opening ratio, half of the external skin is constructed 
of glass with 40 and 50% window opening ratios, and the external skin has 60% glass 
with an 80% to full window opening ratio.
The yearly average relative humidity of the simulated office is 67.56% for all glass 
sizes on the external skin with all window opening percentages. In addition to this, 
the yearly average relative humidity is also achieved when the external skin has 10% 
glass with a 60% to full opening, the external skin has 20% glass with a 40–80% 
window opening ratio, the external skin has 30% glass with a 50% window opening 
ratio, the external skin has 40% glass with a 20–40% window opening ratio, half of 
the external skin is constructed of glass with a 40% window opening, the external 
skin has 60–80% glass with a 30–40% window opening, and the external skin is 90% 
to full glass with a 30% window opening ratio.
During all seasons, heat is always transferred away from the opaque and trans-
parent internal surfaces of the simulated office. Moreover, heat is also transferred 
from the outside of the opaque walls and transparent surfaces toward both internal 
surfaces.
Office air is heated by energy transferred from the internal surfaces of the simu-
lated office’s opaque and transparent walls during all seasons of the year. The external 
opaque wall is always transferring energy toward the external air, while the internal 
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January, November, and December, because the energy transfer in these three months 
flows from the external air to the internal surface.
Architects, users, and engineers should be careful because in a hot and humid 
climate like Famagusta, adaptive thermal comfort within buildings is of great impor-
tance. Furthermore, July was found to be extremely hot, while January, February, 
March, April, November, and December were extremely cold, indicating that build-
ing users should pay attention to the cost of utilizing mechanical devices in these 
times of the year.
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